PRILOHA C. 5.1 - Blokové schéma chlazeni a VZT

CAST 2/3
CHL5 - BLOK C1 2+3.NP CHL10 - BLOK C1 4+5.NP CHL6 - BLOK C16.NP SEKCE ||C1 n

CAST DILA I - CHLAZEN{ 6.NP SEKCE “C2" A 1NP SEKCE "A"; UPRAVA VZT 1NP SEKCE "A” (3ETAPA)

+STRECHA

CHL6.02 6.020 CHL6.02 6.021

6.020 6.021
Qch=2,5kW Qch=2,5kW

6NP

CHLS5.02_5.037 CHLS5.02_5.036 CHLS5.02_5.035 CHLS5.02 5.034 CHLS5.02_5.038 CHLS5.02_5.039 CHLS5.02_5.040 CHLS5.02_5.041 CHLS5.02_5.042 CHLS5.02 5.043 CHLS5.02 5.044 CHLS5.02_5.045

5.037 5.036 5.035 5.034 5.038 5.039 5.040 5.041 5.042 5.043 5.044 5.045
Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW

¥SNP

CHLS5.02 4.036 CHLS5.02 4.037 CHLS5.02 4.038 CHLS5.02 4.039 CHLS5.02_4.040 CHLS5.02 4.041 CHLS5.02 4.143 CHLS5.02 4.143 CHLS5.02 4.035 CHLS5.02 4.034 CHLS5.02 4.033 CHLS5.02 4.032

4.036 4.037 4.143 4.038 4.039 4.040 4.041 4.143 4.035 4.034 4.033 4.032
Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW

YLNP

CHLS5.02_3.033 CHLS5.02_3.034 CHLS5.02_3.035 CHLS5.02_3.036 CHLS5.02_3.037 CHLS5.02_3.037 CHLS5.02_3.038 CHLS5.02_3.039 CHLS5.02_3.033 CHLS5.02_3.032 CHLS5.02_3.031 CHLS5.02_3.031

3.033 3.034 3.035 3.036 3.037 3.037 3.038 3.039 3.033 3.032 3.031 3.031
Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW

3NP

CHLS5.02 2.034 CHLS5.02 2.033 CHLS5.02_2.032 CHLS5.02_2.031 CHLS5.02_2.035 CHLS5.02_2.036 CHLS5.02 2.037 CHLS5.02 2.038 CHLS5.02_2.039 CHLS5.02_2.040 CHLS5.02_2.041 CHLS5.02_2.042

2.034 2.033 2.032 2.031 2.035 2.036 2.037 2.038 2.039 2.040 2.041 2.042
Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW Qch=1,7kW

¥2NP

1,038 - UPRAVA VZT 1NP

Hzﬁl

¥INP




